This Addendum is issued in accordance with the provisions of Contract Documents, and becomes a part of the Contract Documents as provided therein. The information contained herein modifies the original Bidding Documents dated April 20, 2024 and all prior Addenda as applicable. Requirements of the original Bidding Documents and previous Addenda remain in effect except as modified by this Addendum. Acknowledge receipt of this Addendum in the space provided on the Bid Form. Failure to do so may subject the Bidder to disqualification.
PART 1 – GENERAL CLARIFICATIONS

A. Updated Bid Date:
   a. A. Sealed bids to provide all equipment, labor, and material to complete a Ball State University Public Works project titled: East Quad Utilities will be received by June Sanders, Senior Purchasing Agent, Ball State University, Purchasing Conference Room – 3401 N. Tillotson Ave., Door #3, Muncie, IN until 2:00 P.M. EDT, Tuesday, April 23, 2024. Bids will then be opened and read aloud.

PART 2 - PROJECT MANUAL CHANGES

1. None

PART 3 - DRAWING CHANGES

1. See Attachment “A”

PART 4 – ATTACHMENTS

A. Civil ‘Bulletin and Supplemental Instructions’ indicating Revisions included in Addendum 02

B. Drawings:
   1. SHEET C002
   2. SHEET C100
   3. SHEET C101
   4. SHEET C200
   5. SHEET C201
   6. SHEET C202
   7. SHEET C401
   8. SHEET C500
   9. SHEET C501
  10. SHEET C502
  11. SHEET C503
  12. SHEET C504
  13. SHEET C506
  14. SHEET C507
  15. SHEET C601
  16. SHEET C904
  17. SHEET C905
  18. SHEET C907
  19. SHEET C908
  20. SHEET C910
  21. SHEET C911

END OF ADDENDUM NO. 02
BULLETIN AND SUPPLEMENTAL INSTRUCTIONS

To: Ball State University  
1601 W. Neely Street  
Muncie, IN 47303  
Team:
Project: East Quad Utility Extensions  
Ball State University  
Muncie, IN 46391  
Project No.: 2024-028.01XU  
Addendum No: 001  
From: Cripe Engineering  
Cripe Project No: 0150437-20200

SUBJECT: Addendum 001  
- Site plan revisions since bid set was issued

SPECIFICATIONS SECTIONS ISSUED HEREWITH:  
- None

SHEETS ISSUED HEREWITH:  
SEE PAGE 2 OF ADDENDUM FOR SHEETS INCLUDED

SITE:

MISCELLANEOUS REVISIONS

ITEM NO. SITE-1.001 – DRAWING NO. C002  
A. The demarcation line between East Quad Utilities Project 2024-028.01 XU and Site 1 and Site 3 Utilities Extensions Project 2024-031.01 XU moved east approximately 18.5 feet.  
B. Eight valves added to East Quad Utilities Project 2024-028.01 XU where the geothermal lines branch to the south to Site 1  
C. Construction limits lines adjusted for East Quad Utilities Project 2024-028.01 XU and Site 1 and Site 3 Utilities Extensions Project 2024-031.01 XU

ITEM NO. SITE-1.002 – DRAWING NO. C100  
A. The demarcation line between East Quad Utilities Project 2024-028.01 XU and Site 1 and Site 3 Utilities Extensions Project 2024-031.01 XU moved east approximately 18.5 feet.  
B. Eight valves added to East Quad Utilities Project 2024-028.01 XU where the geothermal lines branch to the south to Site 1  
C. Limits of Demolition of West Ashland Avenue moved approximately 18.5 feet east

ITEM NO. SITE-1.003 – DRAWING NO. C101  
A. Eliminated from the plan set

ITEM NO. SITE-1.004 – DRAWING NO. C200  
A. The demarcation line between East Quad Utilities Project 2024-028.01 XU and Site 1 and Site 3 Utilities Extensions Project 2024-031.01 XU moved east approximately 18.5 feet.  
B. Eight valves added to East Quad Utilities Project 2024-028.01 XU where the geothermal lines branch to the south to Site 1  
C. Limits of paving of West Ashland Avenue moved approximately 18.5 feet east
CAUTION

LOCATIONS OF ALL EXISTING UNDERGROUND UTILITIES SHOWN ON THIS PLAN ARE BASED UPON ABOVE GROUND EVIDENCE (INCLUDING, BUT NOT LIMITED TO, MANHOLES, INLETS, VALVES, AND MARKS MADE UPON THE GROUND BY OTHERS) AND ARE SPECULATIVE IN NATURE. THERE MAY ALSO BE OTHER EXISTING UNDERGROUND UTILITIES FOR WHICH THERE IS NO ABOVE GROUND EVIDENCE OR FOR WHICH NO ABOVE GROUND EVIDENCE WAS OBSERVED. THE EXACT LOCATIONS OF SAID EXISTING UNDERGROUND UTILITIES SHOULD BE VERIFIED BY THE CONTRACTOR PRIOR TO ANY AND ALL CONSTRUCTION.
LOCATIONS OF ALL EXISTING UNDERGROUND UTILITIES SHOWN ON THIS PLAN ARE BASED UPON ABOVE GROUND EVIDENCE (INCLUDING, BUT NOT LIMITED TO, MANHOLES, INLETS, VALVES, AND MARKS MADE UPON THE GROUND BY OTHERS) AND ARE SPECULATIVE IN NATURE. THERE MAY ALSO BE OTHER EXISTING UNDERGROUND UTILITIES FOR WHICH THERE IS NO ABOVE GROUND EVIDENCE OR FOR WHICH NO ABOVE GROUND EVIDENCE WAS OBSERVED. THE EXACT LOCATIONS OF SAID EXISTING UNDERGROUND UTILITIES SHOULD BE VERIFIED BY THE CONTRACTOR PRIOR TO ANY AND ALL CONSTRUCTION.
FOR REFERENCE ONLY

NOT IN CONTRACT

ALL EXISTING UTILITY CROSSINGS NEED TO BE FOTOLINED AND VERIFIED FOR VERTICAL DEPTH AND HORIZONTAL LOCATIONS PRIOR TO INSTALLATION TO VERIFY IF ADJUSTMENTS NEED TO BE MADE TO PROFILES.
LOCATIONS OF ALL EXISTING UNDERGROUND UTILITIES SHOWN ON THIS PLAN ARE BASED UPON ABOVE GROUND EVIDENCE (INCLUDING, BUT NOT LIMITED TO, MANHOLES, INLETS, VALVES, AND MARKS MADE UPON THE GROUND BY OTHERS) AND ARE SPECULATIVE IN NATURE. THERE MAY ALSO BE OTHER EXISTING UNDERGROUND UTILITIES FOR WHICH THERE IS NO ABOVE GROUND EVIDENCE OR FOR WHICH NO ABOVE GROUND EVIDENCE WAS OBSERVED. THE EXACT LOCATIONS OF SAID EXISTING UNDERGROUND UTILITIES SHOULD BE VERIFIED BY THE CONTRACTOR PRIOR TO ANY AND ALL CONSTRUCTION.
ALL EXISTING UTILITY CROSSINGS NEED TO BE POTENTIALLY AND VERIFIED FOR SIZE, VERTICAL DEPTH AND HORIZONTAL LOCATIONS PRIOR TO INSTALLATION TO VERIFY IF ADJUSTMENTS NEED TO BE MADE TO PROFILES.
ALL EXISTING UTILITY CROSSINGS NEED TO BE LOCATED AND VERIFIED FOR SIZE, VERTICAL DEPTH AND HORIZONTAL LOCATION PRIOR TO INSTALLATION TO VERIFY ANY ADJUSTMENTS NEEDED TO BE MADE TO PROFILES.
ALL EXISTING UTILITY CROSSINGS NEED TO BE PHOTOGRAPHED AND VERIFIED FOR SITE, VERTICAL DEPTH AND HORIZONTAL LOCATIONS PRIOR TO INSTALLATION TO VERIFY IF ADJUSTMENTS need TO BE MADE TO PROFILES.